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Clarification Note #4 

GSA internal reference:  260064 
 

Procurement procedure: GSA/DC/16/20 Interior design of the GSA 

headquarter building 

 
Question #[1]: Point 2.1.2. of the invitation document states: The interior design shall not affect the 
destination of the offices, sanitary and kitchen facilities. The interior design shall not include 
reconstruction in the building, meaning no wall can be removed, no architectural solid change 
should be implemented. 
 
Is changing the false ceilings and introducing new lighting system (LED lighting) allowed? 
 
Answer: It is possible to change the ceiling panels or lighting under the condition that the proposed 
solution complies with the applicable technical and safety norms. 
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